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Îñíîâíûå ñâåäåíèÿ îá èçäåëèè

ÊÎÐÎÁÊÀ ÓÐÀÂÍÈÂÀÍÈß ÏÎÒÅÍÖÈÀËÎÂ

Ìîíòàæ äîëæåí ïðîèçâîäèòüñÿ ïðè òåìïåðàòóðå îò ìèíóñ 5 °C 
äî ïëþñ 60 °C.

Îñíîâíûå òåõíè÷åñêèå äàííûå êîðîáêè ïðèâåäåíû â òàáëèöå 1.

Ïðàâèëà ìîíòàæà

Êîìïëåêòíîñòü

Ìåðû áåçîïàñíîñòè

– óñòàíîâèòü êàáåëüíûå ââîäû, ïðåäâàðèòåëüíî ïðîðåçàâ â íèõ îòâåðñ-
òèå â ñîîòâåòñòâèè ñ äèàìåòðîì ââîäèìîé òðóáû;

Òåõíè÷åñêèå äàííûå

Êîìïëåêò ïîñòàâêè êîðîáîê ïðåäñòàâëåí â òàáëèöå 2.

Ïðè îáíàðóæåíèè íåèñïðàâíîñòè ïî èñòå÷åíèè ãàðàíòèéíîãî ñðîêà 
èçäåëèå óòèëèçèðîâàòü.

Êîðîáêà óðàâíèâàíèÿ ïîòåíöèàëîâ òîâàðíîãî çíàêà IEK (äàëåå – 
êîðîáêà) ïðåäíàçíà÷åíà äëÿ  îðãàíèçàöèè äîïîëíèòåëüíîé ñèñòåìû 
óðàâíèâàíèÿ ïîòåíöèàëîâ âíóòðè çäàíèé íà ñòåíàõ èç íåñãîðàåìûõ 
è òðóäíîñãîðàåìûõ ìàòåðèàëîâ è çàùèòû ðàçâåòâëåíèé ýëåêòðè÷åñêèõ 
ïðîâîäîâ íàïðÿæåíèåì äî 230 Â ïîñòîÿííîãî è ïåðåìåííîãî òîêà 
îò âíåøíèõ âîçäåéñòâèé ïðè ìîíòàæå ïðîâîäêè â æèëûõ è îáùåñòâåííûõ 
çäàíèÿõ. Êîðîáêè èñïîëüçóþòñÿ ïðè îòêðûòîì ìîíòàæå ýëåêòðîïðîâîäêè.

Êîðîáêà ñîîòâåòñòâóåò ÒÐ ÒÑ 004/2011.

Êðàòêîå ðóêîâîäñòâî ïî ýêñïëóàòàöèè

Êîðîáêà èñïîëüçóåòñÿ êàê ÷àñòü ñèñòåìû ýëåêòðè÷åñêîé êàíàëèçàöèè, 
ñîñòîÿùåé èç æ¸ñòêèõ è (èëè) ãîôðèðîâàííûõ òðóá.

Ãàáàðèòíûå è óñòàíîâî÷íûå ðàçìåðû êîðîáîê ïðèâåäåíû 
íà ðèñóíêàõ 1, 2.

Â òå÷åíèå âñåãî ñðîêà ýêñïëóàòàöèè äîëæíû ïðîèçâîäèòüñÿ ïåðèî-
äè÷åñêèå îñìîòðû êîðîáêè ñ öåëüþ âûÿâëåíèÿ  ïîâðåæäåíèé, âîçíèêøèõ 
â ïðîöåññå ýêñïëóàòàöèè.

Ïî èñòå÷åíèþ ñðîêà ñëóæáû èçäåëèå óòèëèçèðîâàòü.

Âñå ðàáîòû ïî ìîíòàæó è òåõíè÷åñêîìó îáñëóæèâàíèþ äîëæíû ïðîèç-
âîäèòüñÿ â îáåñòî÷åííîì ñîñòîÿíèè ýëåêòðîñåòè ñïåöèàëüíî îáó÷åííûì 
ïåðñîíàëîì ñ ñîáëþäåíèåì òðåáîâàíèé íîðìàòèâíî-òåõíè÷åñêîé äîêó-
ìåíòàöèè â îáëàñòè ýëåêòðîòåõíèêè.

Ïîðÿäîê ìîíòàæà:
– ñíÿòü êðûøêó ñ êîðîáêè;
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– çàêðåïèòü îñíîâàíèå êîðîáêè íà ìåñòå ýêñïëóàòàöèè ïðè ïîìîùè 
ñàìîíàðåçàþùèõ âèíòîâ äèàìåòðîì 4 ìì è äþáåëåé, ïðåäâàðèòåëüíî 
óñòàíîâëåííûõ â ñòåíó (ïðèîáðåòàþòñÿ îòäåëüíî);

– çàêðûòü è çàùåëêíóòü êðûøêó.

Èçãîòîâèòåëü âïðàâå ñíÿòü ñ ñåáÿ ãàðàíòèéíûå îáÿçàòåëüñòâà â ñëó÷àå 
ïîâðåæäåíèÿ èçäåëèÿ â ðåçóëüòàòå íàðóøåíèÿ ïðàâèë òðàíñïîðòèðîâàíèÿ, 
õðàíåíèÿ èëè ýêñïëóàòàöèè.

– âûïîëíèòü ðàçâåòâëåíèå è ñîåäèíåíèå ïðîâîäíèêîâ ñ øèíîé 
âèíòàìè. Ìîìåíò çàòÿæêè âèíòîâ (0,6±0,1) Í·ì;

Ïðèìå÷àíèå – Øèíû ïðåäíàçíà÷åíû äëÿ ñîåäèíåíèÿ ìåäíûõ ïðîâîä-
íèêîâ ñ êëàññîì æèëû 1. Â ñëó÷àå ïðèìåíåíèÿ ïðîâîäíèêîâ ñ êëàññîì øèíû 
áîëüøå 1 (ìíîãîïðîâîëî÷íûå) íà êîíåö æèëû íåîáõîäèìî óñòàíîâèòü 
è çàêðåïèòü íàêîíå÷íèê-ãèëüçó.

Ñðîê ñëóæáû è ãàðàíòèè èçãîòîâèòåëÿ
Ãàðàíòèéíûé ñðîê ýêñïëóàòàöèè êîðîáêè – 2 ãîäà ñî äíÿ ïðîäàæè 

ïðè óñëîâèè ñîáëþäåíèÿ ïîòðåáèòåëåì ïðàâèë ýêñïëóàòàöèè, õðàíåíèÿ 
è òðàíñïîðòèðîâàíèÿ.

Ñðîê ñëóæáû êîðîáîê – 15 ëåò.

Èçãîòîâèòåëü îñòàâëÿåò çà ñîáîé ïðàâî âíîñèòü â êîíñòðóêöèþ èçäåëèÿ 
èçìåíåíèÿ, íå óõóäøàþùèå åãî ýêñïëóàòàöèîííûå õàðàêòåðèñòèêè.

POTENTIAL EQUALIZATION BOX

Basic product data 
The potential equalization box of the IEK trademark (hereinafter referred to 

as the box) is designed to organize an additional potential equalization system 
inside buildings on walls made of fireproof and hard–to-burn materials and to 
protect the splitting of electrical wires with a voltage of up to 230 V DC and AC 
from external influences during wiring installation in residential and public 
buildings. The boxes are used for exposed wiring installation.

The junction box is used as part of an electrical channeling system 
consisting of rigid and (or) corrugated pipes.

The main technical data of the box are given in the table 1.
Technical data

The overall and installation dimensions of the boxes are shown in the 
figures 1, 2.
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All works on the installation and maintenance must be carried out in a de-
energized state by specially trained personnel in compliance with the 
requirements of regulatory and technical documentation in the field of electrical 
engineering.

If a malfunction is detected after the warranty period, dispose of the product.

The scope of delivery of the boxes is shown in the table 2.

At the end of the service life, dispose of the product.

During the entire service life, periodic inspections of the box should be 
carried out in order to identify damage that occurred during operation.

Safety precautions

Installation rules

Completeness of set

The warranty period of operation of the box is 2 years from the date of sale, 
subject to the consumer's compliance with the rules of operation, storage and 
transportation.

Service life and manufacturer's warranties 

The service life of the boxes is 15 years.
The manufacturer has the right to withdraw from warranty obligations in case 

of damage to the product as a result of violation of the rules of transportation, 
storage or operation.

The manufacturer reserves the right to make changes to the design of the 
product that do not worsen its operational characteristics.

– install the cable glands, having previously cut a hole in them in accordance 
with the diameter of the pipe being inserted;

– fix the base of the box at the place of operation using 4mm diameter self-
tapping screws and dowels pre-installed in the wall (purchased separately);

Installation procedure:

Installation must be carried out at a temperature from minus 5 °C 
to plus 60 °C.

– remove the cover from the box;

– perform splitting and connection the conductors to the bus with screws. 
The tightening torque of the screws (0.6 ±0.1) N · m;

Note – The busbars are designed to connect copper conductors with a core 
of class 1. In the case of conductors with a bus class greater than 1 (multi-wire), 
a sleeve tip must be installed and secured at the end of the core.

– close and snap the cover.
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Òàáëèöà / Table 1

Íàèìåíîâàíèå ïîêàçàòåëÿ / Parameter denomination Çíà÷åíèå / Value

Ìàòåðèàë / Material Ïîëèñòèðîë / Polystyrene

Íîìèíàëüíîå íàïðÿæåíèå, Un, Â / Rated voltage, 
Un, V

230

Íîìèíàëüíîå èìïóëüñíîå íàïðÿæåíèå, Uimp, êÂ / 
Rated pulse voltage, Uimp, kV

4

Íîìèíàëüíîå íàïðÿæåíèå èçîëÿöèè, Ui, Â / Rated 
insulation voltage, Ui, V

450

Ñîïðîòèâëåíèå èçîëÿöèè ïðè íàïðÿæåíèè 500 Â 
ïîñòîÿííîãî òîêà, ÌÎì, íå ìåíåå / Insulation 
resistance at a voltage of 500 V DC, MOhm, min.

100

Protection degree according to IEC 60529
Ñòåïåíü çàùèòû ïî ÃÎÑÒ 14254 (IEC 60529) / IP44

Öâåò / Color Ñåðûé / Gray (RAL 7035)

Ìàêñèìàëüíîå 
êîëè÷åñòâî 
ïîäêëþ÷àåìûõ 
ïðîâîäíèêîâ, øò. / 
The maximum number 
of connected 
conductors, pcs

Ñå÷åíèÿ ïðîâîäíèêîâ 
2äî 16 ìì  / Conductor cross 

2section up to 16 mm

2

Ñå÷åíèÿ ïðîâîäíèêîâ 
2äî 10 ìì  / Conductor cross 

2section up to 10 mm

6

Óñëîâèÿ ýêñïëóàòàöèè Òåìïåðàòóðà îêðóæàþùåé 
ñðåäû / Ambient temperature

Îò ìèíóñ 25 °C äî ïëþñ 40 °C / From minus 25 °C 
to plus 40 °C

Îòíîñèòåëüíàÿ âëàæíîñòü 
âîçäóõà ïðè 15 °Ñ / Relative 
humidity at 15 °C

75 %

Õàðàêòåðèñòèêè 
îêðóæàþùåé ñðåäû / 
Environmental characteristics

Îêðóæàþùàÿ ñðåäà íåâçðûâîîïàñíàÿ, íå ñîäåðæàùàÿ 
òîêîïðîâîäÿùåé ïûëè, àãðåññèâíûõ ãàçîâ è ïàðîâ, 
ðàçðóøàþùèõ ïîëèìåðíûå ìàòåðèàëû / The environment is to 
be non-explosive, should not contain conductive dust, aggressive 
gases and vapors that destroy polymer materials

Òðàíñïîðòèðîâàíèå / 
Transportation

Òåìïåðàòóðà / Temperature Îò ìèíóñ 25 °C äî ïëþñ 40 °C / From minus 25 °C 
to plus 40 °C

Óñëîâèÿ / Conditions Â óïàêîâêå èçãîòîâèòåëÿ ëþáûì âèäîì êðûòîãî òðàíñïîðòà â 
ñîîòâåòñòâèè ñ ïðàâèëàìè ïåðåâîçêè ãðóçîâ, äåéñòâóþùèìè 
íà ñîîòâåòñòâóþùåì âèäå òðàíñïîðòà / In the manufacturer's 
package by any type of covered transport in accordance with the 
rules of cargo transportation applicable to the corresponding type 
of transport

Õðàíåíèå / Storage Òåìïåðàòóðà / Temperature Îò ìèíóñ 25 °C äî ïëþñ 40 °C / From minus 25 °C 
to plus 40 °C

Îòíîñèòåëüíàÿ âëàæíîñòü / 
Relative humidity

75 % ïðè òåìïåðàòóðå ïëþñ 15 °C. Äîïóñêàåòñÿ 
îòíîñèòåëüíàÿ âëàæíîñòü äî 98 % ïðè òåìïåðàòóðå 
ïëþñ 25 °C / 75 % at a temperature of plus 15 °C.  Relative 
humidity is allowed up to 98 % at a temperature of plus 25 °C
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Ïðîäîëæåíèå òàáëèöû / Continuation of the table 1

Íàèìåíîâàíèå ïîêàçàòåëÿ / Parameter denomination Çíà÷åíèå / Value

Õðàíåíèå / Storage Óñëîâèÿ / Conditions Õðàíåíèå êîðîáêè äîëæíî îñóùåñòâëÿòüñÿ â õðàíèëèùàõ â 
óïàêîâêå èçãîòîâèòåëÿ / The storage of the box must be carried 
out in the warehouses in the manufacturer's package

Óòèëèçàöèÿ / Disposal Êîðîáêà íå ïîäëåæèò óòèëèçàöèè â êà÷åñòâå áûòîâûõ 
îòõîäîâ. Äëÿ óòèëèçàöèè ðàçäåëèòü ïî âèäó ìàòåðèàëîâ è 
ïåðåäàòü â îðãàíèçàöèè, çàíèìàþùèåñÿ âòîðè÷íîé 
ïåðåðàáîòêîé / The junction box should not be disposed as 
household waste. For recycling, divide by type of materials and 
transfer to organizations engaged in recycling

Òàáëèöà / Table 2

Íàèìåíîâàíèå / Denomination Êîëè÷åñòâî, øò (ýêç.), íà èñïîëíåíèå / Quantity, 
pcs (copies), per type

ÊÓÏ ÊÌ41360 ÊÓÏ ÊÌ41361

Ïàñïîðò íà òðàíñïîðòíóþ óïàêîâêó / Passport per transport 
packaging

 1

Êîðîáêà / Box  1

Êàáåëüíûé ââîä (äèàìåòð óñòàíîâî÷íîãî îòâåðñòèÿ – 23 ìì) / 
Cable entry (diameter of the mounting hole is 23 mm)

6 –

Êàáåëüíûé ââîä (äèàìåòð óñòàíîâî÷íîãî îòâåðñòèÿ – 25 ìì) / 
Cable entry (diameter of the mounting hole is 25 mm)

– 6
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Ðèñóíîê / Figure 1 – ÊÌ41360 

Ðèñóíîê / Figure 2 – ÊÌ41361
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